
NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

I.S. 142 - BRONX, 3750 BAYCHESTER AVENUE, BRONX, NY, 10466Asset:

Inspection TypeInspection Id Time In Last Edited

 1191 2023-11-22  07:42AM 2024-04-26  08:28AMARCHITECTURAL - SENIOR

 1217 2023-11-22  08:38AM 2024-06-20  10:15AMARCHITECTURAL - ASSOCIATE

Asset Data
Question Answer

Was the Building Fully Accessible for Inspection? No

Areaways, Louvers, Door Sidelights/Transoms, Awning/Canopy, 

Plaza Deck, Security Lights (scaffolding); Ash Hoist Vault (not 

in use);  Girls Shower (no key); Boys Shower (storage)

Inspection Inaccessible Comment

Principal(s) Information

Principal Name Shawn Mangar

Principal Organization I.S. 532 - Bronx

Meeting with Principal? No

Principal Feedback The Principal's comments are as follows: 1. The HVAC system is 

inconsistent in its functionality.  There are rooms which are very 

cold and other rooms which are very hot.  2. There are leaks in the 

ceiling and the windows in some classrooms.  3. The toilet rooms 

in the building are old and deteriorated and need to be upgraded.

Principal Name Patricia Wynne

Principal Organization I.S. 529 - Bronx

Meeting with Principal? No

Principal Feedback No Feedback from Principal

Principal Name Steven Cobb

Principal Organization Bronx Alliance Middle School

Meeting with Principal? No

Principal Feedback The Principal's comments are as follows: 1. The Public Address 

system does not work properly and needs to be fixed.  2. The 

heating system and the hot water supply often fails to work and 

needs to be addressed. Moreover, the kitchen needs to have a 

dedicated water heater.  3. The interior doors breaks consistently 

and creating an unsafe and insecured condition and needs to be 

replaced.

Custodian Wilfredo Ramos

Was the Custodian Present? Yes

Fireman Kevin Welch

Was the Fireman Present? Yes

Building Square Footage 137,000

Comments on the Area (for Athletic Field, Playing Surfaces, Leased Spaces) None

Comments on the Stories (Floors) plus Basements 3+B+SB

Comments on the Year Built 1958

Student Population 825

Staff Population 145

Comments on the Number of Classrooms 40

Weather Heavy Rain
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Facade Photo

Baychester Ave -  North View

Main Entrance Photo

Facade A - Baychester Avenue

Roof Photo

Roof 1 - North View

Do Stormwater Management/Green Infrastructure systems exist? No

Type No Storm Water Management Type Selected

Have any Systems/Major Building Components been upgraded? Systems: Auditorium Floor, Seats

Years: 2024

Systems: Partial Roofing Repairs

Years: 2020

Systems: Waterproofing Plaza Deck Slab (Exterior), Repairs to 

Sidewalk Elevator Walls, Roofing repairs (Partial), 

Roof Drains (Partial)
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Years: 2019

Systems: Exterior Doors repainted

Years: 2017

Systems: Partial Roofing repairs at Roof 2

Years: 2016

Systems: Interior Door replacement (partial)

Years: 2013

Systems: New Science Lab and Prep Room (Rooms 105, 105A)

Years: 2011

Systems: Exterior Masonry repair (partial)

Years: 2010

Systems: Exterior Doors, Roofing, Windows and Guards 

replacement (full)

Years: 2001

Have there been any New Building Additions? No New Construction

Tandem No Tandem

Leased Space? No

Priority Condition
Exist 

Last Year?

Priority 

Category

Condition

Description

Component 

Affected

Location 

Description

Person(s)

Notified

Person(s)

Title

Photo 

Image

Tripping Hazard The spalled and broken 

concrete tread is a 

potential tripping hazard

Stairs/Ramps - 

Exterior

East Facade 

near Exit 6 

shown, also 

South Facade 

near sidewalk 

elevator vault

Keith 

Williams

Yes Handyman

Tripping Hazards Damaged treads are a 

Potential Tripping Hazard

Interior Stairs 

and Landings

Stair A-B/3, 

C-D/Basement

, near the 

Boys Locker 

Room

Kevin 

Welch

Yes Fireman

Tripping Hazards Severe heaving is a 

Potential Tripping Hazard

Site Sidewalk 

& Walkways 

Paving

Rear of 

School Near 

Exit 6

Kevin 

Welch

Yes Fireman

Tripping Hazards Severely damaged paving 

is a Potential Tripping 

Hazard

Site Sidewalk 

& Walkways 

Paving

Rear of 

School South 

Side

Kevin 

Welch

No Fireman

Structural Engineer Required

Structural 

Condition Type

Condition 

Description

Component 

Affected

Location 

Description

Person(s) 

Notified

Person(s)

Title

Photo 

Image

No condition recorded

Programmatic Accessibility

Programmatic Accessibility Status Question Response

Is the Primary or secondary entrance on an accessible route? No

Physical Breakdown Structure Exists Complies Required Deficiency
Assistive 

Listening

System

Fire

Alarm

Strobe
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Physical Breakdown Structure Exists Complies Required Deficiency
Assistive 

Listening

System

Fire

Alarm

Strobe

PROGRAMMATIC ACCESSIBILITY

Exterior Routes

YesExterior Entrances & Exits

NoNoExterior H/C Lifts

YesNoExterior Ramps and Railings

Interior Routes

NoNoCorridor and Lobby H/C Lifts

YesYesInterior Corridor Doors And 

Hardware

YesInterior Corridors & Lobbies

NoInterior Elevators

YesInterior Lobby Doors And Hardware

NoInterior Ramps

Rooms & Spaces

NoArt Rooms

Auditorium

Yes No1st Floor FM System Yes

NOT ON ACCESSIBLE 

ROUTE

Cafeteria

Yes NoBasement - Students, 

Basement - Staff
FM System Yes

NOT ON ACCESSIBLE 

ROUTE

Classrooms

Yes NoNone on Accessible 

Route

NOT ON ACCESSIBLE 

ROUTE

Computer Rooms

Yes NoRooms B53, 124, 202 

and 223

NOT ON ACCESSIBLE 

ROUTE

Gymnasium

Yes No1st Floor FM System Yes

NOT ON ACCESSIBLE 

ROUTE

NoLibrary

Main Office

Yes NoRooms 140 (MS 355), 

231 (MS 529) and 331 

(MS 532)

NOT ON ACCESSIBLE 

ROUTE

NoMulti-purpose Room

Nurse's Office

Yes NoRoom 130 and 128

NOT ON ACCESSIBLE 

ROUTE

NoPool

Science Lab

Yes NoRoom 105
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Physical Breakdown Structure Exists Complies Required Deficiency
Assistive 

Listening

System

Fire

Alarm

Strobe

NOT ON ACCESSIBLE 

ROUTE

Toilet Rooms (boys)

Yes NoNone on Accessible 

Route

NOT ON ACCESSIBLE 

ROUTE

Toilet Rooms (girls)

Yes NoNone on Accessible 

Route

NOT ON ACCESSIBLE 

ROUTE

Toilet Rooms (staff)

Yes NoNone on Accessible 

Route

NOT ON ACCESSIBLE 

ROUTE

Building Template

Inspection

Question Response

Architectural

EXTERIOR Inspected

InspectedAREAWAY

Instance on AW1-AW5 Inaccessible

Instance Quantity 5

Instance Quantity Uom EACH

InaccessibleAWNINGS AND CANOPIES

Under constructionCHIMNEY

Under constructionCOPING

Does not existCORNICE

InspectedDOORS

InspectedDOORS AND FRAMES

Condition 3- Fair

METAL:DETERIORATED DOOR AND FRAME - MINOR 

DETERIORATION

Deficiency
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Question Response

EXTERIOR

DOORS

DOORS AND FRAMES

Deficiency Location/Instance

7Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Main Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedDOOR HARDWARE

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedLINTELS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InaccessibleTRANSOM/SIDE LIGHT

InspectedEXTERIOR WALLS

MasonryMaterial Type(s)

32,000Replacement Quantity

Replacement Uom S.F.

Instance on All Facades Under construction

Instance Quantity 32,000

Instance Quantity Uom S.F.

Does not existEXTERIOR SOFFITS

Does not existLOADING DOCK

InaccessibleLOUVER

Does not existPARAPETS

InspectedPLAZA DECK

Instance on Concrete:Roof 7 ( Kitchen Elevator ) Inaccessible

Instance Quantity 200

Instance Quantity Uom S.F.

InspectedROOF

InspectedROOFING

InspectedROOF HATCH/SMOKE HATCH

2- Between Good and FairCondition

No deficiencies recordedDeficiency

Under constructionLEADERS, GUTTERS, DOWNSPOUTS, SCUPPERS

Under constructionROOF BARRIER/FENCE
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Question Response

EXTERIOR

ROOF

ROOFING

Does not existROOF CAGE

InspectedROOFING

46,000Replacement Quantity

Replacement Uom S.F.

Instance on Built-Up:Roofs 1, 2, 3, 5, and 6 Under construction

Instance Quantity 45,500

Instance Quantity Uom S.F.

BUILT-UP:ROOFING:BEYOND USEFUL LIFEDeficiency

Built-Up:Roofs 1, 2, 3, 5, and 6Deficiency Location/Instance

45,500Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 1Urgency of Action

LEVEL 2Purpose of Action

No photo recordedDeficiency Photo 2

Violations No violations recorded

Instance on Single Ply, Fully Adhered Roof:Roof 4 Under construction

Instance Quantity 500

Instance Quantity Uom S.F.

SINGLE PLY, FULLY ADHERED ROOF:ROOFING:BEYOND 

USEFUL LIFE

Deficiency

Single Ply, Fully Adhered Roof:Roof 4Deficiency Location/Instance

500Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 1Urgency of Action

LEVEL 2Purpose of Action

No photo recordedDeficiency Photo 2

Violations No violations recorded

Under constructionROOFING DRAINS

InspectedSPECIALTIES

Under constructionBULKHEAD/PENTHOUSE

Does not existCUPOLA/ SPIRES/ TOWERS

Does not existDORMER

Does not existDUNNAGE STEEL

InspectedSKYLIGHT/ROOF VENT

GlassMaterial Type(s)

2- Between Good and FairCondition

No deficiencies recordedDeficiency

Does not existROOF/GRAVITY TANK

InspectedSTAIRS/RAMPS: EXTERIOR

InspectedBUILDING CHEEK/FLANK WALLS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedRAILINGS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedSTAIRS/RAMPS

Condition 4- Between Fair and Poor

STONE:DETERIORATED JOINTSDeficiency
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Question Response

EXTERIOR

STAIRS/RAMPS: EXTERIOR

STAIRS/RAMPS

Deficiency Location/Instance

15Deficiency Quantity

Quantity Uom L.F.

Potential Action REPOINT

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Main Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

STONE:DETERIORATED SUBSTRATEDeficiency

Deficiency Location/Instance

15Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE SUBSTRATE AND RESET

PRIORITY 4Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Exit 4 - Facade E

No photo recordedDeficiency Photo 2

Violations No violations recorded

STONE:CRACKS/SPALLING - MINORDeficiency
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Question Response

EXTERIOR

STAIRS/RAMPS: EXTERIOR

STAIRS/RAMPS

Deficiency Location/Instance

5Deficiency Quantity

Quantity Uom S.F.

Potential Action REPAIR

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Main Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

CONCRETE:WORN-OUT TREAD/RISER/NOSINGDeficiency

Deficiency Location/Instance

10Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

Deficiency Photo 1

Stair near Exit 6

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedWINDOWS

16,000Replacement Quantity

Replacement Uom S.F.

Under constructionEXTERIOR GUARDS

Under constructionLINTELS

InspectedWINDOWS
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Question Response

EXTERIOR

WINDOWS

WINDOWS

 Material Type(s) Aluminum

Instance on Aluminum - Double Hung:Facades B, C, E, F and G Inspected

3- FairInstance Condition  

Instance Quantity 8,500

Instance Quantity Uom S.F.

Installation Year 2001

Source of Installation Year Documented

NoAre these windows insulated?

ALUMINUM - DOUBLE HUNG:AIR/WATER INFILTRATION, 

DETERIORATED JOINTS WITH DAMAGED CAULKING

Deficiency

Roof Plan Reference

Elevation

Elevation Reference Facade F

25Deficiency Quantity

Quantity Uom L.F.

Potential Action MAINTENANCE

PRIORITY 5Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 201 (missing weather seal)

No photo recordedDeficiency Photo 2

Violations No violations recorded

Instance on Aluminum - Other:Facades A, G, H and I Inspected

3- FairInstance Condition  

Instance Quantity 7,500

Instance Quantity Uom S.F.

Installation Year 2001

Source of Installation Year Documented

NoAre these windows insulated?

ALUMINUM - OTHER:DETERIORATEDDeficiency
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Question Response

EXTERIOR

WINDOWS

WINDOWS

Roof Plan Reference

Elevation

Elevation Reference Facades A, G, H, and I

500Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE WINDOW

PRIORITY 4Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Cafeteria

No photo recordedDeficiency Photo 2

Violations No violations recorded

INTERIOR Inspected

Does not existPOOLS

InspectedSTRUCTURAL

InspectedCOLUMNS/BEAMS/BEARING WALLS

Condition 3- Fair

MASONRY BEARING WALL:CRACKED/SPALLEDDeficiency

Basement and RoofDeficiency Location/Instance

75Deficiency Quantity

Quantity Uom S.F.

Potential Action RESTITCH

PRIORITY 3Urgency of Action

LEVEL 5Purpose of Action

Deficiency Photo 1

Stair H above Auditorium shown, also Fan Room above 

Auditorium, Custodian Workshop and Boiler Room

No photo recordedDeficiency Photo 2

Page 11 of 37 Print Date: 8/10/2024BCAS Partners Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

Question Response

INTERIOR

STRUCTURAL

COLUMNS/BEAMS/BEARING WALLS

Violations No violations recorded

InspectedFLOOR STRUCTURE

Condition 3- Fair

CONCRETE SLAB ON GRADE:WATER INFILTRATION IN 

INSTRUCTIONAL SPACE

Deficiency

BasementDeficiency Location/Instance

30Deficiency Quantity

Quantity Uom S.F.

Potential Action INSTALL WATERPROOFING

PRIORITY 5Urgency of Action

LEVEL 5Purpose of Action

Deficiency Photo 1

Room B5

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedFOUNDATION WALLS

 Material Type(s) Concrete

Condition 3- Fair

CONCRETE:WATER INFILTRATION IN NON-  

INSTRUCTIONAL SPACE

Deficiency

BasementDeficiency Location/Instance

10Deficiency Quantity

Quantity Uom S.F.

Potential Action INSTALL WATERPROOFING

PRIORITY 5Urgency of Action

LEVEL 5Purpose of Action

Deficiency Photo 1

Sprinkler Room B38

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedROOF STRUCTURE

Condition 3- Fair

CONCRETE:CRACKED/SPALLED/REINFORCEMENT 

EXPOSED

Deficiency

Roof 6Deficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPAIR

PRIORITY 3Urgency of Action
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Question Response

INTERIOR

STRUCTURAL

ROOF STRUCTURE

LEVEL 5Purpose of Action

Deficiency Photo 1

Fan Room above Auditorium

No photo recordedDeficiency Photo 2

Violations No violations recorded

InaccessibleVAULTS-BUNKERS

InspectedAUDITORIUM

Instance on 1st Floor (548 seats) Inspected

Ceiling

Instance on 1st Floor (548 seats) Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Door(s)

Instance on 1st Floor (548 seats) Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Fixed H/C Lift

Instance on 1st Floor (548 seats) Does not exist

Fixed Seating

Instance on 1st Floor (548 seats) Inspected

1- GoodInstance Condition  

No deficiencies recordedDeficiency

Floor Finish

Instance on 1st Floor (548 seats) Inspected

1- GoodInstance Condition  

No deficiencies recordedDeficiency

Sliding-folding Partition

Instance on 1st Floor (548 seats) Does not exist

Stage

Instance on 1st Floor (548 seats) Inspected

Stage

Instance on 1st Floor (548 seats) Inspected

3- FairInstance Condition  

DAMAGED FASCIADeficiency

Stage leftDeficiency Location/Instance

60Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

AUDITORIUM

Stage

Stage

Deficiency Photo 1

Stage left

No photo recordedDeficiency Photo 2

Violations No violations recorded

Stage Curtain Rigging

Instance on 1st Floor (548 seats) Inspected

1- GoodInstance Condition  

No deficiencies recordedDeficiency

Stage Curtains

Instance on 1st Floor (548 seats) Inspected

1- GoodInstance Condition  

No deficiencies recordedDeficiency

Walls

Instance on 1st Floor (548 seats) Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Window Curtains/Shades/Blinds

Instance on 1st Floor (548 seats) Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

InspectedCAFETERIA

Instance on Basement - Staff Inspected

Instance on Basement - Students Inspected

Ceiling

Instance on Basement - Staff Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Instance on Basement - Students Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Door(s)

Instance on Basement - Staff Inspected

1- GoodInstance Condition  

No deficiencies recordedDeficiency

Instance on Basement - Students Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Fixed Equipment

Instance on Basement - Staff Does not exist

Instance on Basement - Students Does not exist

Floor Finish

Instance on Basement - Staff Inspected

2- Between Good and FairInstance Condition  
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Question Response

INTERIOR

CAFETERIA

Floor Finish

No deficiencies recordedDeficiency

Instance on Basement - Students Inspected

2- Between Good and FairInstance Condition  

VINYL TILES:DETERIORATED SUBSTRATEDeficiency

Near the Kitchen, Near center columns, Rear of RoomDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Near the Kitchen

No photo recordedDeficiency Photo 2

Violations No violations recorded

Sliding-folding Partition

Instance on Basement - Staff Does not exist

Instance on Basement - Students Does not exist

Stage

Instance on Basement - Staff Does not exist

Instance on Basement - Students Does not exist

Walls

Instance on Basement - Staff Inspected

2- Between Good and FairInstance Condition  

PLASTER:CRACKS/SPALLINGDeficiency

Near the EntranceDeficiency Location/Instance

10Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Near the Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

Instance on Basement - Students Inspected

2- Between Good and FairInstance Condition  

GLAZED BLOCK:CRACKS/SPALLINGDeficiency

Near the windowsDeficiency Location/Instance
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Question Response

INTERIOR

CAFETERIA

Walls

10Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Near the windows

No photo recordedDeficiency Photo 2

Violations No violations recorded

Window Curtains/Shades/Blinds

Instance on Basement - Staff Does not exist

Instance on Basement - Students Does not exist

InspectedCLASSROOMS/CORRIDORS/ADMIN SPACES

InspectedCeiling

Condition 2- Between Good and Fair

ACOUSTIC TILES ON PLASTER:DAMAGED/MISSINGDeficiency

Corridor near Rooms B23, B29, 101, 209, Corridor near 

Cafeteria, and others

Deficiency Location/Instance

400Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Corridor near Room 209

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedDoor(s)

Condition 2- Between Good and Fair

WOOD:DETERIORATED DOORDeficiency

Room 202Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Page 16 of 37 Print Date: 8/10/2024BCAS Partners Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

Question Response

INTERIOR

CLASSROOMS/CORRIDORS/ADMIN SPACES

Door(s)

Deficiency Photo 1

Room 202

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedFloor Finish

Condition 2- Between Good and Fair

TERRAZZO:CRACKSDeficiency

Main Entrance LobbyDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Main Entrance Lobby

No photo recordedDeficiency Photo 2

Violations No violations recorded

VINYL TILES:DETERIORATED SUBSTRATEDeficiency

Rooms B5, B28, 102, 118, 122, and othersDeficiency Location/Instance

500Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room B28

No photo recordedDeficiency Photo 2

Violations No violations recorded

WOOD:TRIPPING HAZARD - ELECTRICAL OUTLETDeficiency

Room 223Deficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.
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Question Response

INTERIOR

CLASSROOMS/CORRIDORS/ADMIN SPACES

Floor Finish

Potential Action REMOVE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

No photo recordedDeficiency Photo 2

Violations No violations recorded

VINYL TILES:TRIPPING HAZARD - ELECTRICAL OUTLETDeficiency

Room B21, 201Deficiency Location/Instance

30Deficiency Quantity

Quantity Uom S.F.

Potential Action REMOVE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedWalls

Condition 2- Between Good and Fair

GLAZED BLOCK:CRACKS/SPALLINGDeficiency

Main Entrance LobbyDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Main Entrance Lobby

No photo recordedDeficiency Photo 2

Violations No violations recorded

Does not existSpecialties

InspectedGYMNASIUM

Instance on 1st Floor Inspected

Ceiling

Instance on 1st Floor Inspected

2- Between Good and FairInstance Condition  

PLASTER:CRACKS/SPALLINGDeficiency

Near the windowsDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

GYMNASIUM

Ceiling

Deficiency Photo 1

Near the windows

No photo recordedDeficiency Photo 2

Violations No violations recorded

Door(s)

Instance on 1st Floor Inspected

5- PoorInstance Condition  

WOOD:DETERIORATED DOORDeficiency

EntrancesDeficiency Location/Instance

4Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

Fixed Equipment

Instance on 1st Floor Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Floor Finish

Instance on 1st Floor Inspected

3- FairInstance Condition  

WOOD:DAMAGED/DETERIORATEDDeficiency

Near the Entrance west side, Near the windows, Near the 

Drinking Fountain

Deficiency Location/Instance

200Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

GYMNASIUM

Floor Finish

Deficiency Photo 1

Near the Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

Seating

Instance on 1st Floor Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Sliding-folding Partition

Instance on 1st Floor Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Stage

Instance on 1st Floor Does not exist

Walls

Instance on 1st Floor Inspected

2- Between Good and FairInstance Condition  

PLASTER:CRACKS/SPALLINGDeficiency

Near the windowsDeficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Near the windows

No photo recordedDeficiency Photo 2

Violations No violations recorded

MASONRY:CRACKS/SPALLINGDeficiency

Near the EntranceDeficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

GYMNASIUM

Walls

Deficiency Photo 1

Near the Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

Window Curtains/Shades/Blinds

Instance on 1st Floor Does not exist

InspectedINTERIOR DOOR HARDWARE

Condition 3- Fair

No deficiencies recordedDeficiency

InspectedINTERIOR GUARDS

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedKITCHEN

Instance on Basement Inspected

Ceiling

Instance on Basement Inspected

3- FairInstance Condition  

METAL PAN:DAMAGED/MISSINGDeficiency

Prep AreaDeficiency Location/Instance

30Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Prep Area

No photo recordedDeficiency Photo 2

Violations No violations recorded

Door(s)

Instance on Basement Inspected

4- Between Fair and PoorInstance Condition  

METAL:DETERIORATED DOOR AND FRAMEDeficiency

Storage Room, Exit VestibuleDeficiency Location/Instance

2Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

KITCHEN

Door(s)

Deficiency Photo 1

Storage Room

No photo recordedDeficiency Photo 2

Violations No violations recorded

Floor Finish

Instance on Basement Inspected

5- PoorInstance Condition  

CONCRETE:CRACKSDeficiency

Storage RoomDeficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Storage Room

No photo recordedDeficiency Photo 2

Violations No violations recorded

CERAMIC TILE:BROKEN/MISSING TILESDeficiency

Prep Area, dishwashing area, Serving AreaDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Serving Area

No photo recordedDeficiency Photo 2

Violations No violations recorded

Walls

Instance on Basement Inspected

2- Between Good and FairInstance Condition  
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Question Response

INTERIOR

KITCHEN

Walls

CERAMIC TILE:BROKEN/ MISSINGDeficiency

Serving AreasDeficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Serving Area

No photo recordedDeficiency Photo 2

Violations No violations recorded

PLASTER:CRACKS/SPALLINGDeficiency

Exit VestibuleDeficiency Location/Instance

10Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Exit Vestibule

No photo recordedDeficiency Photo 2

Violations No violations recorded

Does not existLIBRARY

InspectedLOCKER ROOM

Instance on Basement - Boys Inspected

YesAlternative Use

Ceiling

Instance on Basement - Boys Inspected

2- Between Good and FairInstance Condition  

PLASTER:CRACKS/SPALLINGDeficiency

Near the stair H/BasementDeficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Page 23 of 37 Print Date: 8/10/2024BCAS Partners Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

Question Response

INTERIOR

LOCKER ROOM

Ceiling

Deficiency Photo 1

Near the stair H/Basement

No photo recordedDeficiency Photo 2

Violations No violations recorded

Door(s)

Instance on Basement - Boys Inspected

3- FairInstance Condition  

WOOD:DETERIORATED DOORDeficiency

EntranceDeficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Entrance

No photo recordedDeficiency Photo 2

Violations No violations recorded

Floor Finish

Instance on Basement - Boys Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Locker Room Lockers

Instance on Basement - Boys Does not exist

Walls

Instance on Basement - Boys Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Does not existMULTI-PURPOSE ROOM

InspectedSCIENCE DEMO ROOM

Instance on Room 222 Inspected

YesAlternative Use

Instance on Room 218 Inspected

NoAlternative Use

Fixed Equipment

Instance on Room 222 Inspected

3- FairInstance Condition  

DEMO TABLE:DAMAGED/DETERIORATEDDeficiency
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Question Response

INTERIOR

SCIENCE DEMO ROOM

Fixed Equipment

Room 222Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

No photo recordedDeficiency Photo 2

Violations No violations recorded

Instance on Room 218 Inspected

5- PoorInstance Condition  

DEMO TABLE:DAMAGED/DETERIORATEDDeficiency

Room 218Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 218

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedSCIENCE LAB

Instance on Room 105 Inspected

NoAlternative Use

Fixed Equipment

Instance on Room 105 Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

InspectedSCIENCE PREP ROOM

Instance on Room 105A Inspected

NoAlternative Use

Instance on Rooms 120, 220 Inspected

YesAlternative Use

Fixed Equipment

Instance on Room 105A Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

Instance on Rooms 120, 220 Inspected

2- Between Good and FairInstance Condition  

No deficiencies recordedDeficiency

InspectedSHOWER ROOM

Instance on Basement - Girls Inaccessible

Instance on Basement - Boys Inaccessible

InspectedSTAIRS/RAMPS: INTERIOR

Do Letter Stair Signs Exist? Yes
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Question Response

INTERIOR

STAIRS/RAMPS: INTERIOR

InspectedCeiling

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedDoor(s)

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

Does not existPartition

InspectedRailings

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedStairs and Landings

Condition 2- Between Good and Fair

STONE:BROKEN/MISSINGDeficiency

Stair A-B/3, C-D/Basement, near the Boys Locker RoomDeficiency Location/Instance

30Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

Deficiency Photo 1

Stair A-B/3

No photo recordedDeficiency Photo 2

Violations No violations recorded

VINYL TILES:DETERIORATED SUBSTRATEDeficiency

Stair H/sub-BasementDeficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Stair H/sub-Basement

No photo recordedDeficiency Photo 2

Violations No violations recorded

STONE:BROKEN/MISSINGDeficiency

Stairs CD/1, EF/1, Corridor near Room B37Deficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE
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Question Response

INTERIOR

STAIRS/RAMPS: INTERIOR

Stairs and Landings

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Stair CD/1

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedWalls

Condition 2- Between Good and Fair

GLAZED BLOCK:CRACKS/SPALLINGDeficiency

Stair H/sub-BasementDeficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Stair H/sub-Basement

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedTOILET ROOMS - STAFF

InspectedCeiling

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedDoor(s)

Condition 4- Between Fair and Poor

WOOD:DETERIORATED DOORDeficiency

Room 217Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

TOILET ROOMS - STAFF

Door(s)

Deficiency Photo 1

Room 217

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedFloor Finish

Condition 3- Fair

CERAMIC TILE:BROKEN/MISSING TILESDeficiency

Rooms 144, 217Deficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 144

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedStalls

Condition 4- Between Fair and Poor

RUST - MAJORDeficiency

Room 144Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 144

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedWalls
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Question Response

INTERIOR

TOILET ROOMS - STAFF

Walls

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedTOILET ROOMS - STUDENTS

InspectedCeiling

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

InspectedDoor(s)

Condition 5- Poor

WOOD:DETERIORATED DOORDeficiency

Room B41, 215, 315Deficiency Location/Instance

3Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 315

No photo recordedDeficiency Photo 2

Violations No violations recorded

METAL:DETERIORATED DOOR AND FRAMEDeficiency

Room 311Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 311

No photo recordedDeficiency Photo 2

Violations No violations recorded

WOOD:MISSING DOORDeficiency

Room B11, B15Deficiency Location/Instance

2Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action
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Question Response

INTERIOR

TOILET ROOMS - STUDENTS

Door(s)

Deficiency Photo 1

Room B11

No photo recordedDeficiency Photo 2

Violations No violations recorded

WOOD:DAMAGED LOUVERDeficiency

Room 111Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action MAINTENANCE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 111

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedFloor Finish

Condition 2- Between Good and Fair

CERAMIC TILE:BROKEN/MISSING TILESDeficiency

Room 311Deficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 311

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedStalls

Condition 5- Poor

RUST - MAJORDeficiency
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Question Response

INTERIOR

TOILET ROOMS - STUDENTS

Stalls

Room 211, 215, 311Deficiency Location/Instance

6Deficiency Quantity

Quantity Uom EACH

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 311

No photo recordedDeficiency Photo 2

Violations No violations recorded

BROKEN/MISSINGDeficiency

Room B43Deficiency Location/Instance

1Deficiency Quantity

Quantity Uom EACH

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room B43

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedWalls

Condition 2- Between Good and Fair

CERAMIC TILE:BROKEN/ MISSINGDeficiency

Rooms 215, 311Deficiency Location/Instance

40Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Room 311
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Question Response

INTERIOR

TOILET ROOMS - STUDENTS

Walls

No photo recordedDeficiency Photo 2

Violations No violations recorded

LIFE SAFETY Inspected

Does not existF.D. HOLDING AREA

Does not existSTEEL STAIRS

SITE Inspected

Does not existCONTAINERIZATION

InspectedDRAINAGE SYSTEM FOR ASPHALT

InspectedCatch Basins/Manhole - Surrounded by Asphalt

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

Does not existCulverts - Asphalt Covering

InspectedDRAINAGE SYSTEM FOR CONCRETE

InspectedCatch Basins/Manhole - Surrounded by Concrete

Condition 2- Between Good and Fair

No deficiencies recordedDeficiency

Does not existCulverts - Concrete Covering

Does not existDRAINAGE SYSTEM FOR SOIL

Does not existDRINKING FOUNTAINS

InspectedFENCES

Condition 3- Fair

WROUGHT IRON:DAMAGED/DETERIORATEDDeficiency

Baychester AvenueDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Baychester Avenue

No photo recordedDeficiency Photo 2

Violations No violations recorded

WROUGHT IRON:MISSING SECTIONSDeficiency

Baychester AvenueDeficiency Location/Instance

80Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Page 32 of 37 Print Date: 8/10/2024BCAS Partners Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

Question Response

SITE

FENCES

Deficiency Photo 1

Baychester Avenue

No photo recordedDeficiency Photo 2

Violations No violations recorded

Does not existIRRIGATION SYSTEM

InspectedPAVING

InspectedStudent Non-Use

Gravel Exists? No

Does not existAsphalt

InspectedConcrete

2- Between Good and FairCondition

No deficiencies recordedDeficiency

Does not existPavers

Does not existStudent Use

InspectedSite Sidewalks & Walkways

Does not existAsphalt

InspectedConcrete

4- Between Fair and PoorCondition

DAMAGED/DETERIORATED/MISSING SECTIONSDeficiency

Rear of SchoolDeficiency Location/Instance

600Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Rear of School

No photo recordedDeficiency Photo 2

Violations No violations recorded

DAMAGED/DETERIORATED/MISSING SECTIONSDeficiency

Rear of School South SideDeficiency Location/Instance

100Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action
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Question Response

SITE

PAVING

Site Sidewalks & Walkways

Concrete

Deficiency Photo 1

Rear of School South Side

No photo recordedDeficiency Photo 2

Violations No violations recorded

HEAVINGDeficiency

Rear of School Near Exit. 6Deficiency Location/Instance

50Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

Deficiency Photo 1

Rear of School Near Exit 6

No photo recordedDeficiency Photo 2

Violations No violations recorded

Does not existPavers

InspectedDOT Sidewalk

Does not existAsphalt

InspectedConcrete

4- Between Fair and PoorCondition

DAMAGED/DETERIORATED/MISSING SECTIONSDeficiency

Baychester AvenueDeficiency Location/Instance

1,500Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Baychester Avenue

No photo recordedDeficiency Photo 2
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Question Response

SITE

PAVING

DOT Sidewalk

Concrete

Violations No violations recorded

DAMAGED CURBSDeficiency

Baychester AvenueDeficiency Location/Instance

10Deficiency Quantity

Quantity Uom L.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Baychester Avenue

No photo recordedDeficiency Photo 2

Violations No violations recorded

Does not existPavers

Does not existPLAYGROUNDS

Does not existPLAYING SURFACE

InspectedRETAINING WALLS

Condition 2- Between Good and Fair

Are there any Retaining Walls 6' OR higher facing public street/sidewalk? No

No deficiencies recordedDeficiency

Does not existSEATING

Does not existSITE WALLS (NOT RETAINING WALLS)

InspectedSTAIRS/RAMPS: EXTERIOR

InspectedSite Cheek/flank Walls

Condition 2- Between Good and Fair

CAST IN PLACE CONCRETE:CRACKS/SPALLING - MAJORDeficiency

Exit to Baychester Avenue at Southwest of School BuildingDeficiency Location/Instance

20Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Exit to Baychester Avenue at Southwest of School Building

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedRailings

Condition 3- Fair

MISSINGDeficiency

Page 35 of 37 Print Date: 8/10/2024BCAS Partners Version 2.0 (P)



NYC Department of Education

Building Condition Assessment Survey 2023-2024

X142Architectural Inspection

Question Response

SITE

STAIRS/RAMPS: EXTERIOR

Railings

Exit to Baychester Avenue at Southwest of School BuildingDeficiency Location/Instance

12Deficiency Quantity

Quantity Uom L.F.

Potential Action REPLACE

PRIORITY 5Urgency of Action

LEVEL 6Purpose of Action

Deficiency Photo 1

Exit to Baychester Avenue at Southwest of School Building

No photo recordedDeficiency Photo 2

Violations No violations recorded

InspectedStairs/ramps

Condition 2- Between Good and Fair

CAST IN PLACE CONCRETE:CRACKS/SPALLING - MAJORDeficiency

Exit to Baychester Avenue at Southwest of School BuildingDeficiency Location/Instance

10Deficiency Quantity

Quantity Uom S.F.

Potential Action REPLACE

PRIORITY 3Urgency of Action

LEVEL 2Purpose of Action

Deficiency Photo 1

Exit to Baychester Avenue at Southwest of School Building

No photo recordedDeficiency Photo 2

Violations No violations recorded
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Does the SCA expect asset to have artwork? Yes

Accession No. 21302

Comments No

Artwork exist at stated location? No
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